)9\ EPA Laboratory Test Report
EPA Regional Inspectorate Kilk 189 17028
eglonal Inspectorate Kilkenny
epo Seville Lodge I N AB
ACCREDITED

Callan Road TESTING

Environmental Protection Agency

Kilkenny OETAILED IN SCOPE REg NO. 1130
Final
Report To: OEE Wastewater Thematic Team Project: EPA-25-01534
Report Number : 8835
Entity: D0302-01
Location/Site: Dromohane WWTP
Site Visit Number: SV32933
Sample Number: 25-12778 Sampled Date: 12/08/2025 15:25:00
Sampling Point: MISC Sampled By: Brian Flynn
Description: River Clyda D/S Replicate / Split: None
Grab/Composite: Grab
Sample Condition: Normal, frozen on arrival Received in Lab: 13/08/2025
. L Measurement Analysis
Parameter Result Units Limits Uncertainty Date Lab Method
Ammonia <0.02 mg/I N 24% 14/08/2025 KK EPA_WO7 *
BOD 1.1 mg/l 02 28% 14/08/2025 KK EPA_W04 *
Chloride 16.6 mg/| 13% 14/08/2025 KK EPA_WO07 *
Conductivity @25'C 208 pS/cm 1% 14/08/2025 KK EPA_WO08 *
pH 7.9 pH units 0.3 pH units 14/08/2025 KK EPA_WO09 *
Suspended Solids <4 mg/l 17% 18/08/2025 KK EPA_W03 *
Total Oxidised Nitrogen 4.0 mg/I N 18% 14/08/2025 KK EPA_WO07 *
Total Phosphorus 0.044 mg/l P 23% 14/08/2025 KK EPA_WO06 *
Comment: Investigative ambient sample. Accompanied on site by Aidan Jarvis
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Report Approved By: S

Jean Smith - Chemist

Results in bold are outside specified limits, not taking account of measurement uncertainty. * Indicates accredited method. nm = not measured, nr = not
reported, vob = visible on bottom. The temperature reading of a composite sample is provided to allow the interpretation of the field pH result only.

Field Measurements are performed on the date of sampling. Results relate only to the item tested as received.
This test report shall not be reproduced except in full without approval of the laboratory.
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